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Abstract: This paper offers a solution to the PID autotuning 
problem, by constraining the parameters of a discrete 2nd order 
discrete-time controller. The integrator is forced into the regulator 
by using a CARIMA model. The discrete-time regulator parameters 
are calculated by optimizing a GPC criterion, and the PID structure 
is ensured by constraining the parameters to a feasible set defined 
by the discrete-time Euler approximation of the ideal continuous- 
time PID controller. The algorithm is extended by incorporating 
constraints in amplitude and slew-rate of the control signd. 
Generality is discussed, and some of the significant properties of the 
algorithm is shown by simulations. 
Keywords: GPC, adaptive control, PID control. 
Introduction 
One of the classic aims for adaptive control is to solve the problem 
of designing a general-purpose regulator, that can be applied to a 
large class of industrial processes without regard to the modelling 
of the process. 
The PID controller has, due to its simplicity and robustness, been 
used extensively in industry to control a large number of processes. 
It is commonly recognized, that industrial controllers of the PID 
type are often operating with poor tuning, partly due to the large 
time constants in many processes and partly to the lack of on- 
location expertise. Therefore, the problem of automatic tuning of the 
PID structure has been straightforward and offered much investiga- 
tion. 
A well-known successful solution to the problem has been develo- 
ped by Hagglund and horn [l] and implemented in the SattCon- 
trol PID autotuner, which is today commercially available in 3rd 
version. This regulator is tuned on an experimental basis, by 
inserting a relay into the control loop. This relay is activated by the 
tuning button and provokes the system to oscillate in the negative 
real axis intersection point of the Nyquist m e .  Using the Ziegler- 
Nichols rule, the continuous-time controller parameters are determi- 
ned. One of the niceties about this approach is that it is able to tune 
differential action on time constants of several hours. 
Cameron and Seborg [2] introduces the idea of translating a dis- 
crete-time direct 2nd order adaptive controller to a set of conti- 
nuaus-time parameters. This approach is designated an "adaptive 
controller with a PID structure". The generalized minimum variance 
technique is used to design a direct adaptive 2nd order controller. 
integral action is obtained by using the fact that the denominator 
polynomium of the estimated regulator can be "set" to an integrator 
by manipulating the control signal weighting. The numerator 
polynomial is then translated by an Euler approximation of the 2nd 
order continuous-time operator to give a set of equations uniquely 
determining an equivalent PID regulator. 
Vega and Z m p  [31 introduces an LQG type performance index to 
optimize the discrete-time regulator parameters. This is an indirect 
approach where the performance index is calculated from the 
estimated model of the system, and afterwards the controller 
parameters are iteratively calculated to minimize the index. 
Inspired by these approaches, this paper offers a PID autotuning 
principle which is based on an indirect adaptive GPC controller. 
Features of the proposed method are: 
- CARIMAmodel 
- Any parameter estimator 
- Recursive solution of the Diophantine equations for calculating 
a GPC criterion 
- Design by minimization of the GPC criterion with respect to 
a PID structure discrete-time controller, using constraint 
optimization with respect to controller parameters and control 
signal limits. 
The choice of a GPC-type criterion is natural due to the celebrated 
robustness properties, and thus fits well to the mbust performance 
of the PID type controllers. The GPC approach by Clarke et al. [41 
is based on a CARIMA model, which forces an integrator into the 
controller. The system parameters are identified to calculate the 
criterion entries, and the Cameron & Seborg PID structure controller 
[2] is used for the minimization. The optimization of the Criterion 
to determine the discrete-time regulator parameters is done recursi- 
vely by quadratic programming, obtaining an RLS-like algorithm to 
the unconstrained solution. In order to obtain a set of discrete-time 
parameters that resembles a continuous-time PID controller, con- 
straints on the discrete-time controller parameters are calculated and 
incorporated into the optimization algorithm. We furthermore 
include slew-rate and amplitude constraints on the control signal. 
The cautiousness of the solution is argued and shown to depend on 
the frequency contents of the reference signal and on the control 
signal limits. The total algorithm is stated with design parameters 
and the generality is discussed. Operational characteristics of this 
algorithm are shown by simulation studies. 
Process model and output mediction 
Assume that the process dynamics can be represented by the SISO 
discrete-time CARIMA model 
A(q")y(t) = B(q%(t-l) + C(q*')E(t)/(l-q-') (1) 
where A,B and C are polynomials in the backward shift operator q-', 
A(q-') = 1 + a,q-' + ..... + &q* 
B(q-') = bo + b,q-' + .... + b,q"b 
C(q-1) = 1 + c,q-' + ..... + c,q" 
If the process has a non-zero deadtime the leading elements of the 
polynomial B(q-') are zero. In (l), y(t) is the measured output, u(t) 
is the control input and e(t) is a zero mean white noise sequence. 
For simplicity in the following development C(q-') is chosen to be 
1. 
Based on the CARIMA model, prediction of future outputs i s  ob- 
tained as described by Clarke et al. 141. To derive a j-step predictor 
of y(t+j) one uses the identity 
1 = &(q-')A(l-q-') + q-jFi(q-') (2) 
where 5 and 5 are polynomials uniquely defined given A(q") and 
the prediction horizon j. If (1) is multiplied by q(l-q-')qi and &A(1- 
q-') is substituted from (2) we have 
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y(t+j) = $Bdu(t+j-l) + F,y(t) + Eje(t+j) 
9(t+j It) = Gjdu(t+j-l) + 5y(t) 
(3) 
and the optimal predictor is given by 
(4) 
where GJq") = 4 B  = Gj, + Gjlq-' + G,zq-' + ...... + Gjjql + .. 
Clarke et al. [41 suggests solving the Diophantine equations recursi- 
vely, which is much simpler than using a separate predictor for each 
output horizon. 
PID control 
An ideal PID controller is given by 
u(t) = I& [ e(t) + dz + Td 1 (5) 
Ti dt 
where &, Ti and Td are the gain, the integral time and the derivative 
tively. At time t, u(t) is the control signal, and the error 
; z r e e T s  given as 
e(t) = w(t) - y(t), 
where w(t) is the reference signal, and y(t) is the system output. 
Dimtizing (5) with sampling period T. gives, using a first order 
approximation, the following ideal digital PID controller written in 
velocity form (Cameron & Seborg [2]) 
du(t) = I&Ie(t) - e(t-1) + 5 e(t) + "[e(t)-2e(t-l)+e(t-2)]} (6) 
where du(t) = u(t) - u(t-1) and 5. Ti and Td are identical to the 
continuous-time PID controller settings. 
By defining a vector of control errors 
Ti T. 
= [eh) e(t-1) e(t-2)P 
and a vector of controller parameters g 
i3 = [ go g1 gz IT 
a general three-term controller can be written in the form 
du(t) = &e(t) + g,e(t-l) + g,e(t-Z) = gTs (7) 
The controller (7) is seen to describe an ideal PID controller with 
the controller settings 
S = - ( g , + 2 g , )  
Td = -&T* 
g1 + 2gz 
h + g1 + gz 
T, = -TB g1 + 'gz 
The PID controller settings must be finite, positive scalars 
K, > 0 T,> 0 Td > 0. 
This consiraim the feasible controller parameters to the region 9, 
given by 
where E, and are small positive scalars. 
A drawback of representing the PID controller in the velocity form 
is that it cannot operate in P- or PD-mode because of the inherited 
integral action. If the integral action is not needed the integrator 
must be compensated. This means that an unstable mode has to be 
canceled and can lead to difficulties. 
An advantage of representing the PID controller in the velocity form 
is that the controller will not suffer from the problems due to reset- 
windup, because the integration will stop automatically if the output 
is limited. 
Remark 1: The allowed regions for &I, g, and g, are derived in the 
case that K, > 0. If K, < 0, the regions must be modified accor- 
Simal limitations and constrained solutions 
In practical applications control signals will always be limited due 
to the physical constraints imposed by the actuator. 
The constraints can be of slew-rate or amplitude type. The slew-rate 
constraint reflects the ability of the actuator to handle changes in the 
control signal. Let du,,(t) be the computed control signal and du,,,in 
and du,,,, the slew-rate constraints imposed by the actuator. Then the 
slew-rate constrained signal du(t) is given by 
dingly. 
The amplitude constraint is caused by the maximum capacity of the 
actuator. Given constraints and U,,,,, the amplitude constrained 
control signal u(t) is 
The quadratic programming problem used in this paper incorporates 
the control signal constraints within (8), the feasible region of the 
controller parameters. From (7), we have 
The slew-rate constraint, specified as 
is directly related to the controller parameters. Regarding the 
amplitude constraint, use 
to obtain 
Given the control error and u(t-l), the signal constraints can now be 
reformulated in terms of the PID controller parameters by the 
feasible region Z, given by 
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Defie the region 9, of feasible controller parameters g at time t. 
This region satifies both the PID structure constraints and the 
control signal constraints, iff 
or 
Qt = (51 U 22 
g1 + 282 -< -81 
gz 2 0 
&I +& + g2 2 ez 
d s ,  I &e(t) + g,e(t-l) + g&-2) 5. du,,,= 
u,,,~ - u(t-1) 5 &e(t) + g,e(t-l) + he(t-2) -< U,,- - u(t-1) 
Adaptive PID control 
In deriving a self-tuning PID controller a method greatly inspired by 
the method proposed by Vega & Zarrop [3] will be considered. 
Using the GPC criterion and taking into account signal limitations 
the proposed design is described in figure 1. 
(9) 
Figure 1. Diagram showing the principles of the self-tuning PID 
controller. The method is based on a certainty equivalence indirect 
approach. Taking signal limitations into account, the PID parameters 
are determined recursively given the output predictors G, the control 
error e and the previous control signal u(t-1). 
Thus using a certainty equivalence indirect approach the following 
scheme is p r o p o d  
At each sampling instant the following three steps are performed 
1. Estimate the system parameters A and B getting 9 
2. Determine the region 9, of feasible solutions from (9). 
3. Determine using quadratic programming the controller parame- 
-gas 
g =  arg min Jkf3) 
gent 
where the cost function J is determined by the GPC criterion. 
Consider the GPC criterion 
N N U  
J = E { I: [y(t+j) - w(t+j)]’ + a I: du(t+j-l)’) 
j=1 j=l 
(10) 
where N is the maximum costing horizon; 
Nu is the control horizon, and 
a is a control-weighting constant. 
w(t+j) denotes the desired reference signal at time t+j. If the future 
reference signals are not known it can be assumed that w(t+j) = 
w(t). 
The problem is to minimize the GPC criterion under the restriction 
that the resulting controller must be a PID controller. As the p m  
controller determines du(t), but no future control signals, the control 
horizon N, must be chosen to 1, This gives the following reduced 
GPC criterion to be. minimized with respect to the controller 
paramekrs g 
N 
j= l  
N 
j=l 
J(p3 = E I X [y(t+j) - w(t+j)l’ + a du(t)’ } (11) 
J(g) = X @(t+j I t) - w(t+j)l’ + a du(tY (12) 
Using the predictors derived as in (2) - (4) but calculated based on 
the parameter estimates 9 gives 
N 
j= l  
Jk@ = [ Gjdu(t+j-l) + Fjy(t) - w(t+j) 1’ + a du(t)’ (13) 
where du(t+j-1) = 0 j>l. 
At time t the problem of determining the controller parameters g(t) 
can be formulated as a quadratic programming problem 
g = arg min J@= arg min bTg + YzgTC!,gl (14) 
Applying unconstrained optimization the criterion is minimized by 
solving 
h + C S ; = O  (1.5) 
giving the controller parameters g. 
Inserting the GPC criterion and C, are given as 
4 = %(t) s, and C, = z&t) sT 
where %(t) and x&) can be computed as 
N 
j=l  
%(t) = 2 Z Gjj.l [ f(t+j It) - Gjkldu(t) - w(t+j) 1 
N 
zc(t) = 2 X (GjjJ2 + a I (17) 
j=l  
It is seen that %(t) reflects the control e m  while jt,(t) reflects the 
weighting of the control signal. 
Computing again the unconstrained solution we get 
(16) 
JI.,(t) 
Having determined the unconstrained solution g a quadratic 
programming algorithm is used to ensure that a optimal solution g, 
which lies within S2, is obtained. Given the constrained solution &, 
the unconstrained solution g is replaced by g, in the recursive 
update of g. 
PID autotuning 
As the method i s  to be used as PID tuning experiment the criterion 
has to be minimized with respect to all p&ious information. This 
implies, that the controller parameters g has to be determined such 
that 
T T 
24 + x Cg(t) = 0 (18) 
t=l t=l 
is solved at every sampling instant. 
Assuming that no constraints are imposed the solution to the auto- 
tuning problem can be determined as 
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(19) 
5. Determine the unconstrained solution g from 
P(t- 1)s 
g(t) = g(t-1) - [nc(t)sTg(t-l) + %(t)122) 
1 + Zc(t)sTE'(t-l)s 
nc (t) P (t- 1 ) S T P  (t- 1) 
1 + n,(t)&TP(t-l)s 
P(t) = P(t-1) - (23) 
Defining the gain matrix P(t) as 
L=I J 
the solution to (18) can be written as 
T 
t=l 
g(t) = P(t) * x 
(20) 
(21) 
According to the normal procedures when deriving the RLS 
algorithm using the matrix inversion lemma (ex. Goodwin & Sin, 
El), the solution to (21) can be computed recursively as 
Thus in the case of no constraints it is possible to derive the con- 
troller parameters in a way very similar to the RLS update. In this 
case the update is driven by the difference between the predicted 
control signal given by sTg(t-l) and the optimal control signal 
reflected by %(t) and zc(t). Note that the gain matrix P(t) will go to 
zero as the accumulated control error goes to infinity. 
The algorithm 
To summarize we give the proposed autotuning algorithm. 
At each sampling instant 
1. Using RLS, estimate the system parameters A and B getting e. 
2. Using €3- compute the output predictors from the recursive 
diophantine equation 
1 = q(q-')A(l-q-') + q'Fj(q-') 
fl(t+j 1 t) = Gjdu(t+j-l) + F,y(t) 
(2) 
(4) 
3. As given by the GPC criterion compute %(t) and zc(t) given by 
N 
j=l 
N 
zc(t) = 2 [ Z (Gjj-f + a 1 
j=1 
s ( t )  = 2 X Gjj.l p(t+j I t) - Gjj.ldu(t) - w(t+j) 1 
4. Determine the feasible region 52, from 
then use the QP programming algorithm to determine &. 
6. Compute the control signal u(t) as u(t) = u(t-1) +gTs 
Discussion 
Stability 
Stability of the closed loop system has not been proved, however 
some heuristic arguments will be given. As the RLS estimator is 
stable, convergence of the estimator is assured. Assuming persistant- 
ly exiting signals and correct model order, the parameters will 
converge to the values of the true system. Now, if the process can 
be stabilized by a PID controller, that is, if the error signal is bun- 
ded, the controller parameters will converge as the P matrix goes to 
zero. The closed loop system will be stable. The GPC criterion (and 
LW) yields robustness against overparameterization and impacts of 
model uncertainties are reduced. Thus stability of the closed loop 
system is not crucially depending on the convergence of the model 
parameters to the values of the true system, and the somewhat 
unrealistic demand of correct model order is of relaxed importance. 
Simal limitations 
In autotuning, a time-invariant PID controller is tuned. The gain of 
this resulting controller will be such that the control signals never 
saturate. This is undesirable from a time optimality point of view. 
The advantages of taking signal limitations into account are 
primarily for time-varying controllers, where the controller gain can 
be continuously adapted to the signal constraints. 
The control signal can be prevented from saturation by reducing the 
high-frequency content of the reference signal. This reduction is 
achieved by specifying the desired bandwidth by a reference model 
and incorporating this as predictor filters. 
Alternatively, the signal constraints in the control algorithm can be 
chosen such that saturation of the control signal is allowed for a 
small period. Then, the resulting controller compromises between 
time-optimality and speed of convergence. 
Ouadratic Drommminn considerations 
The chosen QP algorithm used must be started with a feasible set of 
controller parameters (inside 52,). As 52, changes every sampling 
instant, special precautions have to be taken when determining the 
starting point. If there is no feasible starting point the parameter 
update is suspended. Alternatively, algorithms with built-in starting 
points can be used, see e.g. [7,81. 
Processes with dead-time 
Using Long-Range Prediction it is possible to tune a PID controller 
for a system with unknown dead-time, provided that a closed loop 
stable solution exists. 
This controller is generally of a poor quality, because tht control 
tends to be very sluggish. If this is the c w ,  dead-time compensa- 
tion using a Smith predictor can improve performance. In this case 
the tuning should produce a PID controller, an estimate of the 
process model and an estimate of the dead-time of the process. 
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User choices 
The significant design parameters for tuning the algorithm are 
- sampling period T, 
- model order 
- prediction horizon N 
- control signal weighting a 
- amplitude control signal constraint U,, 
- slew-rate control signal constraint du,,,, 
- predictor bandwidth adjustment 
When considering the performance of a digital controller, the choice 
of sampling period is crucial. In our approach, the sampling period 
must be determined by the user, thus making the controller less 
general, requiring some tuning expertise. 
The prediction horizon N determines a tradeoff between robustness 
and performance of the design. The closed-loop system is robust 
with high N (long range prediction), and bandwidth increases with 
decreasing N. If the controller is to be generally applicable the long- 
range prediction should be used. Given N, the control signal weigh- 
ting a penalizes the bandwidth of the control loop. In practical 
applications, prediction horizon will be determined by robustness 
considerations and bandwidth afterwards tuned with a. Thus, the 
tuning of N requires control expertise, while control weighting 
should be available to the operator, enabling him to obtain a desired 
system performance. 
The control signal constraints U,,,= and dt&,,, should be chosen to 
reflect the physical limitations of the system. 
If signal limitations are causing the tuned controller to be un- 
desirably slow the predictor bandwidth can be adjusted. This reduces 
the highfrequency content of the reference signal in the controller 
design optimization, giving a faster closed loop system. Thus a 
prediction bandwidth button could be very helpful to the operator. 
Note that this feature must be inserted in the presented algorithm. 
Insettion of predictor bandwidth is a standard method, see e.g. 
Clarke et al. [41. 
Simulation results 
Properties of the proposed autotuning algorithm are illustrated using 
the standard level control of two coupled tanks. For a detailed 
description of the process, see e.g. [61. 
Choosing a steady state flow the system equations can be linearized 
around the steady state values of the liquid levels h, and h2 This 
leads to the transfer function from the controlled input flow, qv (to 
tank 1) to the level h, in tank 2 
h2(s) = Kp k l  
(24) - 
u(s) S2 + S(k,-k,+k3) + klk3 
with k, = 0.0625, k, = -0.0625, k, = 0.125 and Kp = 0.1. Dis- 
metizing with sampling time T = 1 sec., we get 
(25) 
0.005313~" + 0.004498i2 
1 - 1.582i' + 0.6065~" 
HT(il) = 
y" 
5! 
F 
time 
Figure 2 Autotuning without constraints. PID parameters. 
Although minor changes are found in Ti, figure 2 shows convergen- 
ce of the controller parametem in the linear case with no saturation. 
A nice property of the algorithm is that Td converges to zero, 
reflecting that derivative action is not needed in this case. At this 
point, note that as integration is included in the model description. 
Ti can not go to zero. Difficulties will arise when tuning for a type 
1 system. (in this case Ti must be limited, as the algorithm will try 
to compensate the integrator). 
R 
1 
I I 
50 100 150 200 250 
thne 
Figure 3: Autotuning with control signal saturation: reference, h p t  
and output signals. 
The prediction horizon and the control signal weighting are chosen 
as N = 15 and a = 0.1. The following figures illustrate the perfor- 
mance of the autotuner with no control saturation, with control 
saturation, including the saturation as constraints in the autotuner, 
and limiting the bandwidth of the predictors ni the autotuner by a 
reference model. The resulting parameters are listed in table 1. 
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4.5 
Increasing the signal such that the control signal requirement 
exceeds the physical limitations, the algorithm saturates the control 
signal over a considerable period. The autotuner interprets the 
saturation as a lower system gain. Thus Ti converges to a lower 
value, corresponding to higher controller gain at low frequencies. 
Convergence is considerably slower, as can be expected. 
- 3 5 < u ( 1 ) < 3 5  . 
-10 < du(t) < 10 
- 
251 I I t ,  
I 
0 200 400 600 800 1000 1200 1400 
time 
Figure 5: Control signal limits included as constraints, PID parame- 
ters. 
The spikes in Ti are projections caused by the limitation of the 
control signal. Experiments over a considerably longer period 
indicates convergence, which is now very slow. The gain of the 
tuned controller is lower than in fig 2, but is closer than in fig 4. 
The spike problem is caused by the high frequency contents of the 
square reference signal. If this reference signal is known, the 
problem can be overcome by limiting the bandwidth of the predic- 
tors using a reference model. This model can be chosen as a first 
order model, that with the given square input does not saturate the 
control signal. In this case, the autotuner does not decrease the 
controller gain, and the parameters now resembles the ones of figure 
2. Convergence speed is determined by the frequency content of the 
predictor outputs and thus somewhat slower than in the unconstrai- 
ned case. 
The values obtained from the illustrated experiments at time T, are 
given in table 1. 
Table 1. Simulation results. Coupled tanks with N = 15 and a = 0.1. 
-- Conclusions 
We have introduced a method for automatic tuning of a ideal PID 
controller. The optimal controller parameters are obtained through 
minimization of the GPC criterion. The robustness properties of the 
GPC are inherited by the design. Physical signal constraints are 
incorporated in the minimization. The algorithm offers a wide range 
of tuning parameters, increasing the class of controllable systems, 
but making the controller more difficult to tune. We stress the fact, 
that the implementor is free to choose in this well-known applicabi- 
lity/complexity tradeoff. 
Facing a timevarying process the proposed method is easily 
modified for use as an adaptive PID controller. 
Simulation studies for a system of coupled tanks have indicated that 
the method performs well, and that signal limitations can be 
included in a straightforward manner. 
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